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Electrical Wiring Diagram

Models: TSG & SMP 20, 24 and 30
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Figure 1 - Wiring Diagram - Three Phase
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Internal FUSE sizes (6 places)
Product
Number

Fuse size
(amps)

Volts/Phase/
Max. Amps

TSG-20-240/3 or SMP-20-240/3
TSG-20-208/3 or SMP-20-208/3

50
50

240/3/72
208/3/83

TSG-30-240/3 or SMP-30-240/3
TSG-30-208/3 or SMP-30-208/3

TSG-24-240/3 or SMP-24-240/3
TSG-24-208/3 or SMP-24-208/3

35
35

40
40

240/3/48
208/3/56

240/3/58
208/3/67

L3

Note: For a 1phase wiring diagram please see Pub# 1071

**NOTE: Temp Sensor only supplied with TSG models
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