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GANGABLE GENERATORS

Note: Each Ganged Generator is interconnected with an additional 
control cable (PN 5370) and MUST have a separate steam head 
(PN 3199) which are purchased separately.

Generator 1: 1 left / 2 left
(Factory Default Setting)

Generator 2: 1 right / 2 left

Generator 3: 1 left / 2 right Generator 4: 1 right / 2 right

S1 Dip Switch Settings for Multiple Steam Generators on Processor 
Board:

L3

90°C copper wire is required for generator 
connection. Installation shall be in accordance 
with NEC and local electrical codes.TSG-7 250 7.5 240
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Installation Instructions
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3 Phase Wiring Diagram Models: TSG-7 thru TSG-15
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Plug control cable into any connector


